ABSTRACT: Layout Composer is one of the Facility Composer suite of tools, created for use by facility planners, designers, and engineers during the initial phases of facility planning and design. In Facility Composer, customer-specific and computable criteria are associated with a growing facility model that continues throughout the life cycle of the facility. Facility Composer's ability to maintain a linkage between criteria and project elements (site, building, story, etc.) is beneficial in that it: (1) helps in defining criteria and recording their rationale; (2) helps ensure that critical criteria are followed, and that desired characteristics are recorded and addressed; (3) helps organize criteria and makes them available at their point of use; and (4) simplifies creation, maintenance, and distribution of new criteria. This work has developed user documentation for the Layout Composer application, to help users rapidly create 2D and 3D conceptual facility designs solutions.
Conversion Factors
Non-SI * units of measurement used in this report can be converted to SI units as follows: 
Description of Facility Composer
Facility Composer is a suite of tools for use by facility planners, designers, and engineers during the initial phases of facility planning and design. While originally developed to support the design of government facilities, Facility Composer is based on the general concepts of: (1) providing a method to effectively and creatively create and use criteria libraries, (2) providing support for architectural programming and project specific criteria specification during interactive design charrettes or at the designer's desktop, and (3) supporting the creative and analytical aspects of architectural conceptual design involving the creation of one or many solutions from the specified criteria in an intuitive design environment.
Although Facility Composer does not enforce any particular design process, the program is designed to support the process flow shown in Figure 1 . 
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The most important concept of Facility Composer is that customer-specific and computable criteria are associated with a growing facility model that continues throughout the life cycle of the facility. While many volumes of government design criteria exist in the form of design guides, regulations, technical manuals, and web pages, few, if any, of these are expressed in a computable format. In addition, current design systems do not provide a way to directly interact with these criteria, nor do they provide an efficient way to extend the functionality of an application to directly support criteria usage. With the evolution of facility modeling standards, these restrictions will be overcome by emerging design systems.
In Facility Composer, criteria can be associated with different project elements based on the appropriate level of detail, from the project to the site, the building, story, function, and down to the individual space. For example, Facility Composer allows one to specify that a target schedule and cost be associated with a project, that masonry exterior walls and a steel structure be used on a building, that 32-Watt T-8 florescent lights be used in corridors and 50 foot-candles be maintained in the offices, and that a particular room will have VCT flooring. Facility Composer's ability to maintain a linkage between criteria and project elements (site, building, story, etc.) provides many benefits:
• It helps in defining criteria and can help in recording their rationale.
• It helps ensure that critical criteria are followed, and that desired characteristics are recorded and addressed.
• It helps organize criteria and makes them available at its point of use.
• It simplifies creation, maintenance, and distribution of new criteria. For example, as requirements that better implement sustainable design principles are developed, these are added to an organization's standard library for use in subsequent projects. These libraries are typically organized around facility type, but are not required to be.
Facility Composer helps support rapid conceptual and detailed design & analysis (cost, structural, HVAC, energy, electrical, O&M, etc.) either directly or through standards, such as the International Alliance for Interoperability's Industry Foundation Classes (IAI-IFC) and Building Lifecycle Interoperable Software (BLIS).
Owners with numerous facility holdings, in particular, reap benefits from this approach as it helps ensure the initial design satisfies their corporate criteria, shortening the review process and avoiding "design by review." All of these benefits result in cost and time savings by reducing user changes late in the design process or during construction. Design quality is also enhanced, as many alternatives can be explored rapidly.
Facility Composer Tools
The primary tools in the Facility Composer application suite include:
• Requirements Composer, a web-based application that helps in the development of corporate and building specific criteria libraries • Planning Composer, which helps users create an architectural program and to set values for project specific criteria • Layout Composer, which provides an environment for the designer/user to rapidly create 2D and 3D conceptual facility designs solutions • Wizards that provide support for various discipline specific issues and assist in the completion of individual design tasks and calculations.
Objective
The overall objective of this project is to develop and field the Facility Composer software suite. The objective of this specific part of the project was to develop user documentation for the Layout Composer application, to help users rapidly create 2D and 3D conceptual facility designs solutions.
Approach
Researchers investigated how criteria can be associated with different project elements based on the appropriate level of detail, from the project to the site, the building, story, function, and down to the individual space. Layout Composer was programmed to enable users to rapidly create 2D and 3D conceptual facility designs solutions. Steps were outlined to familiarize users with the automated process of creating one or more alternative solutions that meet the criteria/requirements for a given project, assigning architectural functions to each story, and sizing and arranging spaces to meet customer needs.
Mode of Technology Transfer
This report will be made accessible through the World Wide Web (WWW), as a laboratory publication through the CERL website, at URL: 
Layout Composer
Layout Composer is a conceptual design tool in the Facility Composer suite that assists designers and architectural programmers in creating layouts. The designer uses the criteria/requirements established in the Planning Composer to create one or more alternative solutions that meet the criteria/requirements for the project. Designers may refine the criteria/requirements as they explore particular issues in the design. Buildings and stories are key elements in Layout Composer (unlike Planning Composer, in which these elements are optional). The designer assigns architectural functions to each story, sizing and arranging spaces to meet the customer's needs. System selections are optional, although the structural system, and wall and roof systems are typically chosen. Regardless, the set of default criteria/requirements associated with each architectural function is sufficient to use Design Wizards to create a preliminary design and detailed cost estimate.
Installation

System Requirements
• Layout Composer requires approximately 35 MB of hard disk space.
• Bentley MicroStation/V8 (version 8) must already be installed.
Running the Install Program
Layout Composer is delivered on CD or via the Web. You may choose to install the program directly from either source, or you can first save the compressed installation file on your hard drive.
If you choose to install directly, the installation file will automatically decompress and start the install process. If you have saved the install file to your hard drive, double click on it to start the install. In either case, the installer Introduction dialog appears ( Figure 2 ). The installer will lead you through the process described below. The default installation location is displayed in the edit box. To designate a location other than the default, you can type it in the edit box or click the Choose… button. A file browser dialog (Figure 4) will appear, allowing you to select a different location. To return to the default location, click the Restore Default Location button. Once you've selected a location, click the Next button. The Choose Projects Directory dialog ( Figure 5 ) will appear. The default installation location is displayed in the edit box. To select a location other than the default, you can type it in the edit box or click the Choose… button. A file browser dialog will appear, allowing you to select a different location. To go back to the default location originally listed in the Choose Projects Directory dialog, click the Restore Default Location button. Use the radio buttons to designate where application icons or shortcuts should go. If you choose to create a new program group, its default name will be "Planning Composer," but you can type in a new name in the edit box. If you select an existing program group, use the drop-down menu to the right of the radio button to select the desired group. If you select Other, use the edit box to enter a path and location, or click the Choose… button to display a browser dialog that will allow you to select a different location. When finished, click Install. A progress dialog (Figure 7 ) containing the Facility Composer splash screen will appear during the installation process. 
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When installation is complete, a dialog (Figure 8 ) will appear, indicating that integration with MicroStation/V8 was successful. When the Install Complete dialog appears, click done to complete the installation. Then, click "Next." One more dialog will appear briefly with the message "Install Anywhere Is Cleaning Up." ERDC/CERL SR-04-32 9
Using Layout Composer
Tutorial -Laying Out a Project in Layout Composer
This chapter will present a few practice exercises designed to demonstrate some key features of Layout Composer. The user should already be familiar with Planning Composer and the basic steps for creating a new project. Otherwise, please refer to the Planning Composer documentation * before proceeding with these exercises. We also assume that the user is familiar with some basic features of MicroStation/V8.
Please Note: For visual clarity, many of the images of drawing elements in this chapter are displayed as a negative image, that is "Black-Upon-White."
When you use Layout Composer in its standard display mode, you will see a "White-Upon-Black" image in the standard design window (Window 2).
See illustration below.
Opening Layout Composer
Start Layout Composer by clicking on the desktop startup icon: Figure 10 ). The exercises that follow will use many of these tools in this toolbar. Appendix A to this report shows other available toolbars.
Other parts of the screen include the MicroStation/V8 Toolbar, Window (View) 1 and Window (Top View) 2. The MicroStation/V8 Toolbar appears across the top of the screen. Many of the standard MicroStation/V8 operations can be performed using these tools. View 1 provides a three dimensional view of the design space. It also has its own toolbar for manipulating this view. Top View 2 occupies the right half of the screen. Most of the space placement functions are performed in this window.
Importing a Project
Begin by importing the Project already created in the Planning Composer tutorial. Click on Project 2_alt1.bcx file. Then click the button.
Result:
The New Project dialog box opens ( Figure 13 ). 
The new project loads in Layout Composer.
Changing Desired Values in a Project
Take some time to browse the objects in this project. Expand the Requirements window by clicking the Expand button . In Building TRAINING select the Function Classroom on Story T1. Click the Architecture tab in the Project Requirements panel. Figure 14 shows the resulting menu.
Note the column labeled Value. If [Not Set] appears in this column, then a value has not yet been specified or determined for this property. When System appears in the Source column, then the value appears dimmed. This indicates that Layout Composer will supply this value once an object placement has occurred. If a property value appears in black, then the user is able to supply or edit the value.
In the Requirement column, find Width Desired under the sub-heading Spatial Requirements -Size. Click in the Value column for the Width Desired requirement. When the Width Desired dialog box loads (Figure 15 ), choose within from the pull down menu. This indicates that the user should specify a minimum/maximum range for this value. Enter a value for each and click the button.
Result:
The Requirements grid is updated to display the new range for desired width (Figure 16 ). Enter a similar range for the requirement, Length Desired (Min/Max).
Collapse the Requirements panel by clicking the Collapse button, .
Placing a Dynamically-Sized Rectangular Space
So far, we have used the program to plan desired areas and desired attributes for our project. Now we will create some spaces that will fill those desired needs.
Once again, select the Function Classroom on Story T1. We will use this function to create and place a rectangular space in the design grid.
This function happens to be for a dynamically-sized space. We know this because it lacks any explicit fixed dimensions. A DYNAMICALLY-SIZED space has variable or changeable dimensions. This is in contrast to a FIXED-SIZED space, which we will address later in this chapter.
Left-click the Place.Rectangular tool on the vertical toolbar:
Or, you may select the menu option, Tools | Place | Space (Rectangle). A third option is to right click on Function Classroom under Story T1 in the Project composition tree, and choose Place New Space(s).
Result:
The Place Space dialog box opens (Figure 17 ). Left-click on the Design Grid to place your first point. Now, move your mouse over the grid without clicking and watch the image of the space change size with your movement. If you wanted to, you could now click a second point and complete your classroom placement. However, we will use the Place Space dialog box to help size the space more precisely.
The Place Space dialog box has fields in which you may enter values for the placement Length, Width, and Angle. The buttons can be used to change the placement angle in 45-degree increments.
Enter 10 into the Width field, and then click the Lock check-box just to the right of the Width field. Now move the mouse over the grid once again. Notice that the placement tool is behaving differently. The space is locked at a width of 10; however both the Length and the placement Quadrant may still be controlled by the mouse.
Click a second point to complete the classroom space placement.
Use the MicroStation/V8 Zoom command to zoom in for a better view of the space just placed. You can read the labels clearly. Note that the space is labeled with its dimensions as well as its area (Figure 18 ). Collapse the Requirements panel and notice that the space name now appears on the space graphic.
Continue adding DYNAMICALLY-SIZED RECTANGULAR spaces until your layout matches that shown in Figure 19 . We have added another classroom, elevator, corridor, two conference rooms, electrical space, and a lobby. Enter a name for each space as described earlier. 
Placing a Dynamically-Sized Non-Rectangular (Polygonal) Space
Select Story T2 of Building Training. Note that view changes. Story T1 now appears as a dim outline graphic to indicate that it is no longer the active story.
Expand the Requirements panel.
On the Properties tab for Story T2, we need to set the Elevation. (Elevation = Number of Feet above Sea Level).
Review the Properties for Story T1. The Elevation for Story T1 is 0 (zero) ft above sea level. The Floor-to-Floor-Height is 20 ft. Switch back to the Properties tab for Story T2. Set the Elevation to 20 ft. All spaces for Story T2 will be now be placed on a plane at the designated elevation of 20 ft.
Select Function Corridor. Note that we have picked this function for two particular reasons: (1) this function is NOT for a FIXED-SIZE space, and (2) since corridors are not always rectangular in shape, it lends itself nicely to demonstrating the placement of a non-rectangular space. 
Copying a Space
Copying a space can be a real time-saver when you have many similar spaces to create. First, create a space for Function Office as described in the section for creating Dynamically Places Spaces above. Name the space Office A. In this exercise, we will create a bank of Offices all modeled after Office A space that we created above. Left-click on the Office A space to select it. The color changes to indicate that the space is selected (Figure 21 ). Move the mouse slightly. Notice that the space has been copied and an image of the copy appears on the grid ready for placement. You need only to position the space and click to drop it into place.
Result:
A new space nearly identical to the original is created and placed.
One difference is that the Office A name is NOT copied. The Name field on the copy space is left blank and ready for a name of your choice. You may not realize it at first, but you are still in copy-mode. Click to select the office copy space. Position and click to place a second copy of the space. Repeat to place a third copy (Figure 22 ).
We have just created an entire suite of Offices in just a couple of steps. While we are still on story T2, continue placing spaces until your second floor layout matches the layout in Figure 23 . In addition to the Main Corridor, we have added three conference rooms, four offices, and an elevator. After completing the placements, name the new spaces. 
Planned Area versus Actual Area
By now, we have added several spaces to our project. We will take a moment to assess how well our layout matches the original plan for this project.
Expand the Requirements window.
Select Story T2 in the Project Composition tree and then choose the Program tab. Make sure that the Placing View radio button is at the bottom of the Requirements window. We can measure our progress in laying out this story, by evaluating this Story Program. For a planned total area of 1786 sq ft for this story, we have actually placed 1044 sq ft. Total planned area is further broken down by planned area per function (row). The Actual column for each function row displays a total (or rollup) of all spaces created from that function. For example, we see that we have placed 400 sq ft of office space out of the 1000 sq ft of office space planned for this story. From the Available and Actual columns, we have an indication of how far we have progressed in space placement at the Building level. 
Changing the Viewing Option
Viewing the Model in Three Dimensions
As you have been adding spaces to your project, you will have noticed the threedimensional model of your project taking shape in Window (View) 1 (Figure 26 
Conclusion
The most important concept of Facility Composer is that customer-specific and computable criteria are associated with a growing facility model that continues throughout the life cycle of the facility. Facility Composer's ability to maintain a linkage between criteria and project elements (site, building, story, etc.) provides many benefits:
• It helps organize criteria and makes them available at their point of use.
This work has developed user documentation for the Layout Composer application, to help users rapidly create 2D and 3D conceptual facility designs solutions. The area of the selected object as determined by Facility Composer; it calculates this value by totaling the areas of all spaces placed at this object level.
Allocated Area (Planning View)
The total area that has been allocated (assigned) to a function for a particular level of project hierarchy. For example, the total area allocated to a particular function might be different for the story level, building level, and project level.
Assigned Function (See Function)
A function that was explicitly added to a program by the user.
Attribute (Compare to Requirement)
Physical characteristics of an object; for example, the name, height, and elevation of a story.
Building
An object in the Project Composition hierarchy. A building object contains information related to a single freestanding physical structure and can be further broken down by stories, functions and spaces.
Function A function can be related to other functions through three different means:
• A specialization relationship can exist where one function is the parent function and the other function is the child function, for example, the relationship between an office and private office. A private office is a specialization of the office. The office is the parent function and the private office is the child function.
• A spatial containment relationship can exist where one function physically contains another function, for example, the relationship between a lobby and the reception area. The lobby is the super-function and the reception area is the sub-function.
• The final relationship is that of assigned and unassigned functions. This type of relationship supports the "roll-up" capability through item programs.
Function Template
A Function definition from a library. Templates are the parents of specific function instance objects added to project elements (site, story, etc.)
Function Instance
Function objects created from function templates and assigned to project elements. All function instances created from the same function template aggregate their areas for project planning purposes.
Object
An element (or node) in the Project Composition structure. Since there is a hierarchical relationship between all objects in this structure the structure is often referred to as a "tree." The PROJECT object occupies the highest level of the hierarchy. From highest level to lowest level, the other objects include: BUILDING (and SITE), STORY, FUNCTION, and SPACE.
Planned Area
The total area for the selected project element, or for a specific function at a particular level in the project hierarchy (project, building, etc.) as determined and entered by the user. This value expresses the estimated and desired area for this object. In later stages of project development when spaces have been placed, the Actual Area value will be compared to the Planned Area value to determine how closely the project layout is meeting the initial plan.
